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Abstract

The aim of the study was to find out good practices for effective air distribution inside a complex 
shaped asbestos enclosure and for control of pressure differences between the enclosure and the 
surroundings. In addition, sufficient pressure difference for asbestos containment was tested. The 
effect of air distribution was studied in laboratory conditions by constructing an L-shaped asbestos 
enclosure and connecting it to a negative pressure unit. The efficiency of six different ventilation 
configurations was compared using a tracer decay method and the local air change indexes as the 
performance indicator. The sufficient negative pressure for containment was assessed by simu-
lating person traffic to and from the enclosure and recording the pressure difference continuously. 
The effect of a pressure controller unit in maintaining the target pressure difference was also tested 
by simulating filter loadings of the negative pressure unit causing changes in the air flow rate. The 
results showed that high nominal air change rates alone do not guarantee good air distribution. 
Effective air distribution within an asbestos enclosure can be arranged by locating additional air 
supply openings far away from the air exhaustion point, using recirculation air with a pressure con-
troller, or extending the exhaust location to the poorly ventilated areas. A pressure difference of at 
least −10 Pa is recommended to ensure a sufficient margin of safety in practical situations.

Keywords:  asbestos; asbestos enclosure; asbestos enclosure ventilation; ventilation efficiency; local air change index

Introduction

The use of asbestos has been banned or restricted in 
many countries. However, asbestos was widely used 
in buildings until mid-1980s, and during renovation 
work, asbestos-containing materials are frequently 

encountered. The removal of asbestos can release as-
bestos fibres into the air causing inhalation hazards both 
for the workers and for the occupants in the vicinity of 
the work site. To prevent the spread of asbestos fibres 
into the environment, the work is usually carried out 

Annals of Work Exposures and Health, 2021, 1–11
doi: 10.1093/annweh/wxab041

Original Article

D
ow

nloaded from
 https://academ

ic.oup.com
/annw

eh/advance-article/doi/10.1093/annw
eh/w

xab041/6316232 by guest on 29 July 2021

http://creativecommons.org/licenses/by/4.0/
https://orcid.org/0000-0003-2245-1921
https://orcid.org/0000-0002-5455-6288
mailto:ilpo.kulmala@vtt.fi?subject=


by building a temporary enclosure around the work site 
and keeping it under negative pressure (SLIC, 2006). 
The workers inside the enclosure protect themselves by 
using effective respiratory protective equipment (PPE) 
and coveralls.

The passage to and from the working area in the 
enclosure takes place through a three-chamber airlock. 
Ventilation of the enclosure is provided by a negative 
pressure unit (NPU) equipped with high-efficiency par-
ticulate (HEPA) class filters, which effectively remove 
dangerous asbestos fibres from the exhaust air. By means 
of enclosure and negative pressure, the spread of as-
bestos fibres into the surrounding environment can be 
effectively prevented if all arrangements have been con-
ducted correctly. In practice, however, problems have 
arisen in the renovation sites with relation to both the 
pressure difference and ventilation (Kokkonen et al., 
2019b). For example, excessively high negative pressure 
and ineffective dilution ventilation due to poor air dis-
tribution were encountered (Kokkonen et al., 2019b). It 
is well established, that within the enclosure, the air pol-
lutant concentrations depend on emissions, ventilation 
rate and air distribution.

Removal and dismantling of asbestos-containing ma-
terial is highly regulated (Council Directive 2009/148/
EC). In the Finnish guidelines for asbestos enclosure and 
negative pressure, the pressure difference between the 
enclosure and adjacent areas should be at least −5 Pa 
for asbestos materials other than crocidolite and at least 
−10 Pa for crocidolite (Ministry of Social Affairs and 
Health, Finland, 2015: Government Degree 798/2015/
MSAH). A negative pressure requirement of at least 5 Pa 
is also set in the UK (HSE, 2012). However, a pressure 
difference of −5 Pa is relatively small, and is susceptible 
to, e.g., high wind speed or elevator movements (SLIC, 
2006). In addition, door traffic is known to cause fluctu-
ations in pressure differences (e.g. Hayden et al., 1998; 
Tang et al., 2005). Higher than 5 Pa negative pressure 
requirements have been set, e.g., in Belgium, France, 
Germany, and the Netherlands: At least 20 Pa is required 
in France (Danet et al., 2000) and, similarly, a negative 

pressure of 20 Pa is stated to be generally sufficient in 
German guidelines (BAuA, 2014) and in the Netherlands 
(SZW, 2016). Belgium legislation says that the negative 
pressure should be between 10 and 40 Pa (SPF, 2017). 
According to BAuA (2014), a negative pressure of 50 Pa 
should not be exceeded.

There are no statutory guideline values for the air 
change rate in Finland, but according to the information 
provided by the Regional State Administrative Agency 
(AVI, 2015), the air in the enclosure must be replaced 
at least 10 times per hour during removal of asbestos 
materials other than crocidolite and at least 20 times 
per hour for crocidolite. In Germany, the minimum re-
quirement for air change rate is eight changes per hour 
(BAuA, 2014). The same guideline is set for enclosures 
larger than 120 m3 in the UK (HSE, 2013), while venti-
lation must be at least 1000 m3 h−1 for enclosures <120 
m3 (HSE, 2013). In the Netherlands, the air change 
rate is six times per hour (SZW, 2016). According to 
Danet et al. (2000), the minimum air change rate is four 
changes per hour in France and Belgium (SPF, 2017).

The arrangement of the ventilation is of great import-
ance. There are general instructions for arranging the 
replacement air for the asbestos enclosure and exhaus-
tion point location (e.g. Danet et al., 2000; HSE, 2012), 
but only a few studies with experimentally verified ven-
tilation performance (Pocock et al., 2013). In practice, 
replacement air often comes only through the airlock. 
Field measurements have shown that this can in several 
occasions lead to poor ventilation. In addition, Pocock 
et al. (2013) showed that there are large differences in 
ventilation efficiency depending on the location of ex-
haustion within the enclosure. Poor mixing of air causes 
high concentrations and slow removal of contaminants 
within the enclosure (e.g. Burgess et al., 2004), possibly 
increasing the risk of exposure.

Ventilation of enclosures requires high air change rates, 
which means large airflows. This in turn means that during 
the heating season, large amounts of warm indoor air are 
exhausted outdoors. To avoid the subsequent cooling of 
the building, a corresponding amount of cool replacement 

What’s Important About This Paper?

During renovation work, asbestos-containing materials are still frequently encountered and can release as-
bestos fibres into the air when removed, causing inhalation hazards both for the workers and others in the 
vicinity of the work site. Our work addresses the performance of ventilated containment systems, and their 
effectiveness to reduce the risk of asbestos exposure. Ventilated containment systems can be used to con-
trol exposures during other activities involving hazardous materials, not just removal of asbestos-containing 
materials.
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air must be heated. In building renovation sites, heating is 
usually done by unit heaters. This can lead to high energy 
consumption and, at the same time, difficulties especially 
in old buildings, where the electrical circuits may be over-
loaded due to the additional devices.

In residential buildings, asbestos removal often occurs 
in relatively small, confined spaces like in bathrooms or 
kitchens or in the basement boiler rooms. Our experi-
ence is that quite often the shape of the enclosure might 
be something else than a simple rectangular. Arranging 
enclosures and airlocks with well-performing ventilation 
for such complex situations may be challenging. The aim 
of these experiments was to study the effect of air distri-
bution and exhaust on the efficiency of the ventilation 
in the complex shaped enclosure. In addition, this study 
aims to explore which pressure difference is sufficient for 
asbestos containment. The effect of pressure controller 
unit operation in maintaining the target pressure differ-
ence was also tested.

Materials and methods

Experimental setting
For the experiments, a complex L-shape enclosure 
with a floor area of 16 m2 and a volume of 32 m3 was 

constructed inside a large office room (Fig. 1). This kind 
of enclosure configuration is commonly found, e.g., in 
engineering and utility services rooms in both commer-
cial buildings and private apartment houses. The en-
closure was made of timber frames (48 × 48 mm) and 
0.2-mm polyethene sheeting. The plastic sheets were 
stapled to the timbers and sealed with tape. The en-
closure had a three-chamber airlock, each of which had 
the dimension of 0.8 m × 0.8 m × 2.0 m. The airlock 
doors were made of vertical slits in the plastic wall. 
Flaps to the doors were made of 0.8 m × 1.9 m plastic 
sheets, which were attached from above. To the bottom 
of the flaps was stapled a 50 mm × 50 mm timber batten 
weighing about 0.8 kg.

Ventilation of the enclosure was arranged with a NPU 
(Lifa HC 1100, Lifa Air Ltd, Finland). The device had 
an adjustable fan speed. The exhaust air was discharged 
outdoors. In some of the experiments, a pressure con-
troller (Strong PT 315, Strong Finland) was attached to 
the NPU. The pressure controller is intended to be used 
in conjunction with a NPU to provide a constant, target 
pressure difference in the ventilated enclosure. The pres-
sure controller automation ensures maintenance of the 
pressure level by adjusting the return air to exhaust air 
ratio. The NPU and controller were connected to a spiral 
wire-reinforced fabric hose with a diameter of 300 mm.

Figure 1. Floor plan of the enclosure and setup for the experiments. Dimensions in metres.
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The aim of the measurements was to find out how the 
ventilation performed and how air change efficiency in the 
enclosure could be improved. Therefore, the experimental 
setup attempted to create real-world conditions with a pre-
sumed good ventilation area (near the NPU, measuring point 
2) and a location where air change was envisioned to be 
weaker (a separate 2 m × 2 m confined space connected to a 
larger space with an open 0.8 m × 2 m opening (measuring 
point 1). The studied configurations were (Fig. 2):

 -  replacement air through airlock, exhaust by NPU 
close to the airlock with a nominal air change rate 
(ACH) of 10 h−1; case A. Nominal ACH is defined 
as air flow rate of NPU (in m3 h−1) divided by the 
volume of the enclosure (in m3)

 -  replacement air through an opening in the enclosure 
wall (42% of the exhaust air) and airlock (58%), 
exhaust near airlock with ACH of 10 h−1; case B

 -  a pressure controller attached to the NPU; replace-
ment air through the airlock (50%), and 50% 
through a 300-mm-diameter hose connected to 
the enclosure at the height of 1.35 m with nominal 
ACH of 10 h−1 (case C1) and with 19 h−1 (case C2, 
75% recirculated air)

 -  replacement air through the airlock, exhaust from 
the enclosure with a 300-mm-diameter steel wire 
hose connected to the NPU with ACH of 10 h−1; 
exhaust at floor level (case D) and at the height of 
1.35 m (case E).

Measurements and data analysis
The actual airflow of the NPU was determined by 
measuring the pressure difference of a custom-built 
standardized Bellmouth (CEN ISO, 2017: ISO 
5801) connected to the inlet of the device. The pressure 
difference was measured with a multi-function ventila-
tion meter (TSI Velocicalc Plus 9555, TSI Instruments 
Ltd, UK).

The local ventilation efficiencies were measured 
using the tracer decay method, where submicron 
test particles were introduced into the enclosure and 
the local ventilation factor was determined from the 
decay rate of the particle concentration at two dif-
ferent points based on the submicron particle decay 
rate. Di-ethyl-hexyl-sebacat (DEHS) particles were 
generated by feeding air through a Laskin nozzle sub-
merged in a bottle containing DEHS liquid. The meas-
ured count mean diameter of the produced aerosol 
was 0.5 µm with a standard deviation of 0.3 µm. The 
DEHS vapour pressure is very low (1 µPa at 273 K), so 
the test aerosol evaporation during the measurements 
was negligible in the studied particle size range. The 
time-dependent concentrations of the test particles 
within the enclosure were monitored using two direct-
reading particle counters (Grimm models 1.108 and 
11-C), connected to computers that stored the concen-
trations at 6-s intervals. These particle counters show 
good accuracy in different size ranges (Linnainmaa 
et al., 2008).

Figure 2. Investigated configurations.
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In the air change efficiency measurements, tracer par-
ticle concentrations were increased to levels that were 
more than a few hundred times higher than the back-
ground concentration. Released particles were mixed 
well with an oscillating desk fan located in the corner of 
the enclosure near the tracer particle release point. Once 
the desired concentration was reached, the particle gen-
erator was turned off and the mixing fan was allowed 
to run for 1 min, after which the NPU was started. The 
decay in the particle concentration was measured over 
time using the particle counters. Measurements were 
continued for as long as t·λ > 1, where t is the length 
of the measurement period and λ is the measured air 
change rate, according to the ASTM (2007) standard 
guidelines. The measurement period was typically be-
tween 15 and 30 min. There were no people inside the 
enclosure during the measurements.

The size ranges of the particle counters were slightly 
different: the Grimm 1.108 measures particles in the 
size range of 0.30–20 µm in 15 channels, while Model 
11-C measures particles in 31 channels in a size range 
of 0.265–34 µm. The performance of the ventilation 
was measured in the range 0.30–0.65 µm (model 1.108) 
and 0.265–0.675 µm (model 11-C). Particles in this size 
range follow air movements closely and behave similarly 
to gaseous tracers (Bivolarova et al., 2017). To compare 
the particle counters with each other, they were placed in 
parallel to measure the same situation where the concen-
tration was first raised and after which the NPU started, 
so that the concentrations fell back to the starting pos-
ition. The readings of the meters differed somewhat 
so that Grimm 1.108 showed about 13% more than 
Grimm 11-C, but the linear dependence between them 
was good (correlation R2 > 0.99).

Assuming a uniform concentration and noting that 
there was no recirculating filtration, the time-dependent 
particle concentration C within the enclosure can be rep-
resented by the equation (Nazaroff, 2004):

V
dC
dt

= G− qC− βVC (1)

where V is the volume of the enclosure, G the generation 
rate of the DEHS particles, q the exhaust air flow rate, 
and β the particle deposition rate onto indoor surfaces. 
During the decay phase, the particle generation G = 0, 
thus the equation (1) can be solved to give:

ln C− ln C0 = − (λ+ β) t (2)

where the air change rate λ is defined as q/V and C0 
the concentration after the end of the particle feed at 
the time the NPU was started. By fitting the measured 
logarithmic concentrations with a linear graph, the least 

squares method can be used to solve both C0 and λ + 
β. Thus, the particle tracer decay method determines the 
combined effect of deposition and ventilation. In order 
to calculate the ventilation coefficient, the deposition 
rate must be taken into consideration. To determine this 
experimentally, the change in particle concentration was 
measured in the absence of ventilation after the end of 
the particle feed. In this way, the defined average depos-
ition rate of about 0.27 h−1 was obtained. This value was 
then subtracted from the measured aerosol decay rates.

The experiments were carried out mainly with an ex-
haust flow rate of 0.090 m3 s−1, corresponding to a nom-
inal ACH of 10 h−1. In addition, one set of measurements 
was made with the maximum airflow of 0.170 m3 s−1 
(ACH 19 h−1). Each situation was measured three times.

To compare cases with different nominal air change 
rates, a local air change index, εap, is used. The local air 
change index utilizes the age of the air concept. It will 
represent the ability of a system to exchange the air in 
the enclosure (Mundt et al., 2004).

εap =
τn
τ̄p

× 100%, (3)

where the nominal time constant τn = V/q = 1/λ and 
the local mean age of air, τp, is approximated based on 
measured local air change rate

τ̄p =
1
λp

. (4)

The control of pressure differences was assessed in two 
cases: by entry and exit from the enclosure to the sur-
rounding environment and filter loadings. Duration of 
entry or exit took 25 s and the waiting time to stabilize 
pressure inside the enclosure was 30 s. The person car-
ried a toolbox during passages to represent a real-world 
situation. The test was carried out five times with initial 
pressure differences of both 10 and 5 Pa.

The effect of filter loadings on the pressure difference 
between the enclosure and surroundings was studied in 
two different situations: the NPU discharging directly 
outdoors and pressure controller attached to the NPU, 
so that part of the exhaust air was returned to the en-
closure. The filter loading was simulated by adding a 
sheet of G4 class coarse filter media one at a time (one 
per minute), with total loading of 15 filter sheets. The 
initial enclosure pressure difference in these tests was 10 
Pa. The pressure differences between the enclosure and 
surrounding environment were monitored at 1-s inter-
vals using the multi-function ventilation meter (TSI 
Velocicalc Plus 9555, TSI Instruments Ltd, UK). In these 
experiments, the NPU air flow rate was 0.17 m3 s−1 and 
the supply air came through the airlock. The open area 
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of the outermost airlock door opening was about 0.08 
m2 when NPU was exhausting directly outdoors and 
about 0.04 m2 when the pressure controller was used.

Statistical analysis
Comparison of investigated cases and measurement lo-
cations was performed using the GLM Univariate pro-
cedure with two-factor full factorial design (IBM SPSS 
Statistics 25, IBM Corp.). The ventilation performance 
indicator, the local air change index, was used in the stat-
istical analysis. Post hoc pairwise comparison of means 
was done using the Tukey B test.

The effect of measurement location on the local air 
change index was studied by firstly calculating the differ-
ence of indexes in the two locations and then comparing the 
difference in different cases using one-way procedure and 
the Tukey B test in post hoc pairwise comparison of means.

Results

The results of air change rates are summarized in Table 1.  
The mixing of air was poorest in the situation where the 
exhaust was near the airlock and replacement air came 
only through the airlock (case A). The local air change 
rate was lower than the nominal air change rate 10 h−1 
at both measurement points. The situation was greatly 
improved by supplying about half of the replacement 
air through a 0.34 m × 0.34 m size G4-grade filter on 
the enclosure wall, so that at both measurement points, 
the local air change rate was greater than the nominal 
ACH (case B). Similar improvement was achieved by 
supplying the pressure controller’s return air as replace-
ment air into the compartment (case C).

The ventilation efficiency was also improved by 
moving the air extract point in the compartment using 
flexible ducting connected to the NPU (case D). In this 
way, the distance between the replacement air through 
the airlock and exhaust was maximized, resulting in 
high local air change rates both in the compartment and 
in the tunnel near the NPU. In the compartment, rising 
the exhaust level to 1.35 m further improved the situ-
ation (case E).

An example of the tracer particle concentration de-
cays at the same air extraction rate but different exhaust 
air location is presented in Fig. 3, The results clearly 
show how the air distribution has a significant effect 
on the concentrations in the enclosure: with an optimal 
supply and exhaust combination the speed at which con-
centration decays could be doubled compared with the 
inefficient arrangement.

The performance of the different air distribution 
cases within the enclosure was studied by comparing 
the local air change indexes. The analysis of variance 
showed that both the case and the location, as well 
as their interaction, had a significant (P < 0.01) influ-
ence on the local air change index. Four homogeneous 
subsets (P < 0.05) were formed (Fig. 4A). Case A formed 
its own subset 1 and had the lowest local air change 
index, the mean being 64%. The highest local air change 
indexes were obtained in cases D and E, which formed 
homogeneous subset 4. In this group, the mean of the 
local air change indexes was clearly over 100%. Two 
other subsets were formed from case B alone (subset 
2) and cases C1 and C2 together (subset 3).

Similarity of the local air change index in different lo-
cations was examined with one-way analysis of variance 

Table 1. Air change rate measurement results.

Case Exhaust Replacement air ACHa (h−1) λ p + sdb (h−1)  
Measuring point

1 2

A Near airlock Airlock 10 5.6 ± 0.4 7.1 ± 0.6

B Near airlock Through G4 filter on the wall and airlock 10 11.2 ± 1.3 11.4 ± 0.7

C1 Near airlock Through hose on the wall and airlock 10c 9.2 ± 0.5 10.4 ± 1.2

C2 Near airlock Through hose on the wall and airlock 19d 19.0 ± 0.8 19.3 ± 0.9

D Compartment, floor level Airlock 10 10.4 ± 0.2 14.3 ± 0.3

E Compartment height 1.35 m Airlock 10 12.1 ± 0.5 14.0 ±0.6

Figure 3 shows an example of the measured concentrations. Only cases where the correlation coefficient R2 for the logarithmic decay curve fit was >0.95 were taken 

into account in the analysis.
aNominal air change rate λ (NPU airflow rate divided by volume of the enclosure).
bλ p is the local air change rate and sd = standard deviation.
cPartly HEPA-filtered air (50% recirculated air).
dPartly HEPA-filtered air (75% recirculated air).
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and a Tukey B post hoc test for multiple comparisons 
of means (Fig. 4B). When the difference of the local air 
change indexes measured in different locations were 
compared, the cases D and E formed its own group 
(subset 2, Fig. 4B) compared with all others. The highest 
differences in the local air change indexes between loca-
tions were obtained from case D followed by case E. In 
the Tukey B test, they formed one homogenous group. 
However, case E did not differ significantly from the rest 
of the cases either. In other words, the case E belongs to 
both homogeneous groups (subsets 1 and 2).

Another key feature of the asbestos enclosure venti-
lation is its ability to maintain the pressure difference be-
tween the interior and the surroundings. Person movement 
to and from the enclosure decreased the negative pressure 
for a short time (Fig. 5). Negative pressure was adjusted in 
10 Pa prior to the passage, while the lowest pressure differ-
ence was −5 Pa during person entry to the enclosure.

When the tests were repeated with an initial pressure 
difference of −5 Pa, the lowest pressure differences ob-
served were between −1.4 and −2.9 Pa during ingresses 
and between −2.4 and −2.6 Pa during egresses.

Figure 3. Example of measured concentration decays in the enclosure at measurement point 1 with two different ventilation ar-
rangements and the same nominal air change rate. Case A: exhaust near airlock, Case E: exhaust in the small room with duct. The 
deposition rate of test aerosol without any ventilation is also shown.

Figure 4. (A) The mean values and 95% CI of the local air change indexes in different cases and four homogeneous subsets 
based on Tukey B post hoc test (P = 0.05). (B) The difference in local air change indexes between measuring points MP 1 and MP 2 
(mean and 95% CI) and two homogenous subsets based on Tukey B test.
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Figure 6A and B represent the effect of NPU’s filter 
loading on the pressure differences between the en-
closure and surrounding environment with (i) NPU 
discharging directly outdoors and (ii) pressure con-
troller unit attached to NPU. When exhausting directly 
outdoors, the enclosure pressure difference decreased 
steadily with increasing filter loading (Fig. 6A). When 
a pressure controller was used, the enclosure pressure 
fluctuated somewhat, but the mean difference remained 
at the adjusted target level of −10 Pa during the test 
(Fig. 6B).

Discussion

It was noticed that both the air flow rate and the air dis-
tribution within the asbestos enclosure were of crucial 
importance in the performance of the ventilation. The 
ability of the ventilation to dilute the contaminants in-
side the enclosure depends on the local air change rate. 
Naturally, the increased air flow rate (case C2 compared 
with case C1) made the dilution more effective. The ar-
rangement of the distribution of the replacement air also 
plays an important role in the effectiveness of dilution. 
Based on the local air change index, air supply through 
an airlock and exhausted close to the airlock turned out 
to be the worst method so that the dilution inside the 
enclosure was much worse (ε ap = 64%) than in the per-
fect mixing case (ε ap = 100%). The cases where the dis-
tance between the inlet of the replacement air and the 
exhaust was longest (cases D and E) showed the best 

effectiveness. In these cases, the local air change indexes 
were >100%, indicating a displacement or piston flow 
type air flow pattern. When the replacement air was sup-
plied to the enclosure via two inlets (cases B, C1, and 
C2), the local air change indexes were close to 100% 
indicating perfect mixing.

The results are similar to those observed by Pocock 
et al. (2013) who investigated the factors that affect the 
airflow characteristics of ventilated asbestos enclosures 
including ventilation rate, location of extract position, 
and number of airlock inlets. They presented tracer gas 
measurement results for two different enclosures with 
volumes of 60 and 87 m3 and found the importance of 
the position of the NPU to achieve good mixing of air 
within the enclosure.

Efficient ventilation is essential to control airborne 
asbestos within enclosures. In good ventilation, the 
working areas where fibres are released are flushed well 
with air, diluting concentrations effectively. The results 
show, however, that high nominal air change rates alone 
may not guarantee good air distribution. Inefficient ven-
tilation leads to increased fibre levels in the enclosure 
and thus dust deposits on surfaces.

In actual work place situations, air exchange in 
poorly ventilated areas could be improved by drawing 
make-up air from outside the enclosure through dis-
posable polythene air ducts to targeted locations. The 
air flow in the plastic duct is then driven by the pres-
sure difference between the enclosure and surround-
ings. However, a damper or other device needs to be 

Figure 5. Variations in the pressure difference between the enclosure and surrounding environment during entry and exit.
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incorporated in such a supply air system to prevent re-
verse flow as a result of fan failure or adverse wind con-
ditions (HSE 2012).

Asbestos sites have widely varying geometries and 
sizes; however, the studied configuration is similar to 
that commonly found in asbestos work in apartments. 
Additional air inlets in the fixed walls are not always pos-
sible. The results showed that good alternatives are to dis-
tribute air through hoses to poorly ventilated zones or to 
move the extract point using a hose to these locations, as 
recommended by current guidelines (Danet et al., 2000; 
HSE, 2012). This is particularly important if the airlock 
and extract unit are to be sited close to one another, which 
may be the case in complex real-world settings.

With large enclosures, the airflow rates also need to 
be large. In these cases, the airlock alone may not supply 
sufficient replacement air and additional replacement air 
arrangements are required (Gibson, 2014). Moreover, 
during the building heating period, the ventilation en-
ergy consumption could be quite high. Exhausting the 
air outdoors 24/7 results in high energy consumption. 
A sustainable and at the same time safe alternative could 
be returning part of the HEPA-filtered exhaust air back 
to the enclosure. In this way, the ventilation efficiency 
can be improved while saving heating energy.

Another key parameter in asbestos enclosure venti-
lation is its pressure difference relative to the surround-
ings. It is not constant but varies due to environmental 
factors, entry to and exit from the enclosure, and 
changes in the NPU airflow because of filter clogging. In 
various guidelines, the recommended negative pressure 
difference is between 5 and 40 Pa (Danet et al., 2000; 
HSE 2012; BAuA, 2014; Ministry of Social Affairs and 
Health, Finland, 2015: Government Degree 798/2015/
MSAH; SZW, 2016; SPF, 2017). The tests with an initial 
pressure difference of −5 Pa showed that the effect of 

workers’ movements to and from the enclosure together 
with other possible interfering factors, such as high 
wind speed and direction or elevator movements, might 
decrease the pressure difference quite close to the zero 
level (SLIC 2006, Papadopoulos et al. 2018). A pressure 
difference of at least −10 Pa was instead found to meet 
the minimum requirement for a negative pressure of 5 
Pa (Ministry of Social Affairs and Health, Finland, 2015: 
Government Degree 798/2015/MSAH) also during pas-
sages or other external factors, such as strong wind. 
Based on the results of this study, a pressure difference of 
−5 Pa may not provide a sufficient margin of safety and 
therefore at least −10 Pa is recommended.

The pressure controller proved to be efficient in 
maintaining the targeted negative pressure difference be-
tween the enclosure and the surroundings in case of filter 
loadings. Furthermore, it facilitates efficient air flow pat-
terns inside the enclosure since the return air can be sup-
plied to poorly ventilated locations.

Enclosures with HEPA filtration are also used in re-
pair and removal work of other hazardous materials 
such as mould, creosote, lead, or other hazardous sub-
stances. These removals, however, are not as strictly con-
trolled as the removal of asbestos-containing materials 
(Council Directive 2009/148/EC). Failures in enclosure 
containment during removal of hazardous substances 
other than asbestos have recently been reported 
(Kokkonen et al., 2017, 2019a). Common failures en-
countered included problems in achieving continuous 
negative pressure, no requirement set for negative pres-
sure, and no monitoring of pressure differences between 
enclosures and surroundings (Kokkonen et al., 2017). To 
prevent exposure of construction workers and building 
users to harmful particles, asbestos enclosure require-
ments should be applied also for dismantling work con-
taining hazardous substances other than asbestos.

Figure 6. Effect of NPU’s filter loading on the negative pressure of an enclosure: (A) NPU and (B) NPU + pressure control unit.
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Conclusions

Ventilation in some parts of an asbestos enclosure may 
be poor, especially if there are compartments, which are 
far away from the air exhaust or supply replacement air. 
The situation could be greatly improved with properly 
located additional air supply openings, use of recircula-
tion air with a pressure controller, or extending the ex-
haust location to the poorly ventilated areas. A pressure 
difference of at least −10 Pa is recommended to ensure 
a sufficient margin of safety. In addition to measuring 
pressure differences, air flow rates of NPUs should be 
measured in real-world conditions. The results are 
directly applicable also to other renovation or refurbish-
ment work, which may release dangerous or harmful 
substances into the air.
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INRS ND 2137-181-00. 

Gibson MJ. (2014) Asbestos enclosure ventilation research. 
Health and Safety Executive. Research Report. pp. 1‒19. 
Available at http://www.hse.gov.uk/asbestos/assets/docs/
enclosureventresearch.pdf. Accessed 24 January 2019.

Hayden C, Johnston O, Hughes R et al. (1998) Air volume 
migration from negative pressure isolation rooms during 
entry/exit. Appl Occup Environ Hyg; 13: 518‒27.

Health and Safety Executive (HSE). (2012) HSG 247 Asbestos: 
the licensed contractors’ guide. In Health and Safety 
Guidance, ed. London: HSE Books.

Health and Safety Executive (HSE). (2013) Managing and 
working with asbestos: control of asbestos regulations 
2012. London: HSE Books.

Kokkonen A, Linnainmaa M, Säämänen A et al. (2017) 
Evaluation of real-world implementation of partitioning 
and negative pressurization for preventing the dispersion 
of dust from renovation sites. Ann Work Expo Health; 61: 
681–91.

Kokkonen A, Linnainmaa M, Säämänen A et  al. (2019a) 
Control of dust dispersion from an enclosed renovation site 
into adjacent areas by using local exhaust ventilation. Ann 
Work Expo Health; 63: 468–79.

Kokkonen A, Pasanen P, Annila P et al. (2019b) Asbestipurkutyön 
turvallisuuden kehittäminen. In Ahola M and Merikari A, 
editors. Sisäilmastoseminaari 2019. SIY Sisäilmatieto Oy 
[Finnish indoor air seminar 2019, Development of safety at 
asbestos removal work in Finnish language]. Report no 37. 
Vaasa, Finland: Grano Oy. pp. 87–92. [in Finnish]

Linnainmaa M, Laitinen J, Leskinen A et al. (2008) Laboratory 
and field testing of sampling methods for inhalable and res-
pirable dust. J Occup Environ Hyg; 5: 28–35.

Mathisen HM, Nielsen PV, Moser A. (2004) Ventilation effect-
iveness. Guidebook no 2, REHVA, Federation of European 
Heating and Air-conditioning Associations. Mundt E (ed), 
Forssa, Finland: Forssan Kirjapaino Oy. pp. 1–74.

Ministry of Social Affairs and Health, Finland. (2015) 
Government Degree on the safety of asbestos work. Vol. 

10 Annals of Work Exposures and Health, 2021, Vol. XX, No. XX

D
ow

nloaded from
 https://academ

ic.oup.com
/annw

eh/advance-article/doi/10.1093/annw
eh/w

xab041/6316232 by guest on 29 July 2021

https://www.tyosuojelu.fi/documents/14660/478411/Asbestitiedote_yrityksille/d1c7f56d-ee6d-4d71-8dcd-7f86665b02f1
https://www.tyosuojelu.fi/documents/14660/478411/Asbestitiedote_yrityksille/d1c7f56d-ee6d-4d71-8dcd-7f86665b02f1
https://www.tyosuojelu.fi/documents/14660/478411/Asbestitiedote_yrityksille/d1c7f56d-ee6d-4d71-8dcd-7f86665b02f1
http://www.hse.gov.uk/asbestos/assets/docs/enclosureventresearch.pdf
http://www.hse.gov.uk/asbestos/assets/docs/enclosureventresearch.pdf


798. Helsinki, Finland: Ministry of Social Affairs and 
Health.

Nazaroff WW. (2004) Indoor particle dynamics. Indoor Air; 14 
(Suppl. 7): 175–83.

Papadopoulos  A, Guichard  R, van  Hooff  T et  al. (2018) 
Measurements of wind effects on the efficacy of asbestos 
containment in a high-rise building. In: Kosonen R, Ahola 
M, Narvanne J, editors. 2018 RoomVent & Ventilation 
Conference: Proceedings of the 14 th International Conference 
on Air Distribution in Rooms; 2018 June 2–5; Espoo, Finland. 
Helsinki: SIY Indoor Air Information Oy; 2018. p. 839–844.

Pocock D, Bennett S, Saunders J. (2013) Ventilation of enclos-
ures for removal of asbestos containing materials. Research 
Report RR988. Health and Safety Laboratory for the 
Health and Safety Executive. pp. 1‒45.

Senior Labour Inspectors Committee (SLIC). (2006) A prac-
tical guide on best practice to prevent or minimize asbestos 
risks in work that involves (or may involve) asbestos: for the 
employer, the workers and the labour inspector. Brussels, 
Belgium: European Commission.

Service public fédéral Emploi, Travail et Concertation Sociale 
(SPF). (2017) Code du bien-être au travail, Livre VI: Agents 
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